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RESISTANT GLASS FRESNEL
GLOBE. PROVIDE TOGGLE TYPE
LATCHES AND CLAMPING TO
SECURE GLOBES. PROVIDE
SAFETY CHANS ON GLOBES.

MARK E 4. MOUNT PHOTO ELECTRIC CONTROL
TO CONTROL LAMPS.

5. MOUNT LUMINAIRE ON 25 RIGID
STEEL CONDUIT. PROVI DE
JUNCTION BOX AND MOUNTING
PLATE AT BASE UNLESS INDICATED
OTHERWISE.

6. LAMPS SHALL BE RATED 100 WATT
130 VOLT, MULTIPLE, MEDIUM
BASE. TWO LAMPS ARE REQUIRED.

7. PROVIDE INTERNAL GREEN
GROUNDING SCREW.
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