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GENERAL NOTES:
1. SEE S-8 FOR TYP ROOF FRAMING PLAN 3
O]
2. PRECAST CONCRETE TANK MAY BE USED IN LIEU 5
OF CAST-IN-PLACE TANK (FOOTING MUST BE ADDED gl
UNDER CMU WALL SIMILAR TO OTHER WALLS).
3. THE 2-*13 BARS ARE TYPICAL UNDER WALLS AND
BETWEEN OPENINGS FOR WATERLESS CLOSETS.
BARS HAVE A STANDARD HOOK AT THE OUTSIDE WALL
AND EXTEND 150 BEYOND THE FACE OF THE VAULT B
ON THE INSIDE. Z'l
b
CMU WALLS SEE ARCH DWGS 4. ALL DIMENSIONS ARE IN MILLIMETERS UNLESS 3
OTHERWISE NOTED.
150 CONCRETE SLAB
5. SEE S-1 FOR GENERAL STRUCTURAL NOTES.
*13 BARS @ 300 E.W. C A ‘_\
S:9[s-9 §I
L )
iI
2
2
+ VAULT TANK VAT TANK 8
o / o =}
o o |.'l_7
S gl _ Jrl 2-+13 BARS (TYP.) Hf .
—_— IN ADDITION TO
— - IA. H
T 450 DIA. C.I. MANHOLE - jI* *% — = SLAB REINFORCEMENT | | 200 DIA. HOLE
s-9fs-9 - - N Il e %JJ 40 §|
‘ I
g
‘ I ‘ ﬂ BN 2-13 8RS ©
2-+13 BARS
\ 6050 \ \X\ \ 7 S SEE NOTE 3
/B %5 SN i ©
S-9[s-9 == _
H
6000 475 NOTE: COORDINATE LOCATION AND b
800 SIZE OF PENETRATION WITH
NOTE 2 REQUIRED. SEE CIVIL DRAWINGS MECH. DWGS.
FOR LOCATION AND ORIENTATION. B 5
k3 «
[5 aa&
L= 2
TI o l.sléggs
PLAN - FIELD SERVICE HEAD SECTION (B SECTION (F B H
SCALE : 1150 SCALE :1:20 $-95-9 SCALE :1:20 's-gfs-g' gle |83[55 s
I3 eo|E s 3
s&[& 5|23k
83|18 |s4|E&z2
5
po]
N (524 P N
5112 |2
3 | |3 |3
g |25, |F
85531323
selde|e=z|ld %
G VENT HOLE w
[= ]
s
<
- - n
2c3
2-*13 BARS €59
o
- <
300 DIA. TO FIT ‘ZDELJ
7 S-ols-9 200 DIAMETER z2y
_ ‘ SCHEDULE 40 W g
>
WATERPROOFING — | FIPE é L2
. L xZ
o W s L o2
oMU SEE ARCH. FOR OPENING ? \ wg*
\ LOCATIONS AND SIZES L 53
*13 BARS @ 300 E.W. I 450 DIA. C.I. MANHOLE .
| DETALLS TO BE PROVIDED K o
ry Y o —o
b 2-+13 BARS BY MANUFACTURER I~ WATERPROOFING © s
VAPOR BARRIER SEE NOTE 3 . 150 SEE SECTION m 250 H.P. TANK S %
it t J FLOOR ®
\150 CAPILLARY | ‘T S-9[S-9 FOR REINF. AND S:9S-9 g w
| o o WATER BARRIER . I I EEG 2 INFO NOT SHOWN > 4
_ T4 w x = Q =
oloxd 5 *13 BARS @ 300 E.W. <3 S
I o‘é‘g o +13 BARS @ 300 E.W s 0
o o | Z + X g u —
3 . Q@35> o w ° 3
3 4 Q o
q o <
X ] 5 £Q. SPACES o SECTION m S g s
wareestop . g SCALE : 120 's-ds-g’ ¢ z 2
TYP.) &) S o =
w <
> 14
% Ed
+13 BARS @ 300
900 EW.AT C (TYP) g
150 150 2
L P. TANK
FLOOR
GRAPHIC SCALES
SECTION /B Tl /¢ Sheet
{ B | SEC ON { C ] 400 200 O 400 800 reference
SCALE : 1:20 S-ds-g SCALE :1:20 s-ds-o 120 — ] number:
1000 500 0 1000 2000 S - 09
1:50 | s = '}
Sheet of




