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I : I : I : 1. PROVIDE WIRE MANAGEMENT DUCTS.
| | | | | | 2. FOLLOW THE ABOVE LAYOUT AS CLOSE AS POSSIBLE TO PROVIDE UNIFORMITY WITH
| | | | | | | EXISTING AND FUTURE FUELING SYSTEM CONTROL PANELS.
T
! 72" MAX ! ! 24" MAX !
B
FT VIEW ERONT VIEW RIGHT VIEW INTERIOR BACKPLA[N MOUNTI[NG PANE
PUMP TR PA| (PCP)
PUMP CONTROL PANEL LEGEND PUMP CONTROL PANEL LEGEND CONT.
. 9 \\ [ TEM DESCRIPTION [ TEM DESCRIPTION NOTES:
2 POSITION MAINTAINED CONTACT SELECTOR SWITCH WITH —
(3> | GRAPHIC DISPLAY (SEE SHEET E8.2) 8O | Cecend PLATE ™ SYso1  Svs-2° 1. SEE SHEETS E£8.3 THROUGH E8.7 FOR DTHER
NTROL PANEL RELATED REQUIREMENTS.
{2) | GRAPHIC DISPLAY “LAMP TEST" PUSHBUTTON G | NAMEPLATE "SYSTEM INPUT SELECT” CONTROL PANEL RELATED REQUIREMENTS
3 POSITION KEY OPERATED MAINTAINED CONTACT SELECTOR
(3 | FREE STANDING ENCLOSURE SWITCH WITH LEGEND PLATE "AUTO OFF FLUSH"
(@ | vents NAMEPLATE “FUEL ING MODE SELECT” 88 - THINK VALUE ENGINEERING - s$
& | s GO | 5.POSITION MAINTAINED CONTACT SELECTOR SWITCH WIT REVISIONS I—
LEGEND PLATE “1 2 3 4 5" (CIRCULAR ARDUND SWITCH) SMBoL DESCRIPTIONS DATE | APPROVED
. (&) | VIBRATING ALARM HORN (70db at 10 ft) @D | NAMEPLATE "LEAD FUEL PUMP”
w0
S
(@) | 2-PEN PRESSURE/FLOW RECORDER @D | L I LD WITHIN THE PCP
GREEN INDICATOR LIGHT @3 | CABINET WITHIN PCP FOR SPARE PARTS
ROBERT AND COMPANY US ARMY ENGINEER DISTRICT AIR FORCE C.E. SUPPORT AGENCY
96 POPLAR ST.. N.W. CORPS OF ENGINEERS 139 BARNES DRIVE. SUITE =1
(3> | NAMEPLATE “CPU-1 ON" @2 | POWER CONDITIONER WITHIN CABINET ATLANTA, GA’ 30335 oMaHA, NE TYNDALL AFB. FL 32403-5319
A NAMEPLATE “CPU-2 ON" @5 | BACKLIGHT WINDOW ANNUNCIATOR DESIGNED BYe
KEA AIR FORCE STANDARDS
D | WHITE INDICATOR LIGHT @® | MOMENTARY CONTACT PUSHBUTTON WITH LEGEND PLATE “TEST" T 7 S— PRESSUR]ZED HYDRANT FUELING SYSTEM
. TYPE (11
@D | NAMEPLATE "EMERGENCY CIRCUIT PONER ON* B | B o EoT S HBUTTON WITH LEGEND KEA PUMP CONTROL PANEL
CHECKED BY:
@D | OPERATOR INTERFACE PANEL NAMEPLATE "ANNUNCIATOR SYSTEM" KT ELEVATION
! ! RED JUMBO MUSHROOM MOVENTARY CONTACT PUSHBUTTON oo | [Fremen [Fot scae matior 1ol GATE RV, 1 [SHEET
RAPH PLAY PA (GDP) WITH LEGEND PLATE "EMERGENCY STOP” Avco RJB DESICN FILEs 1 1.0GN NOV. 1998 |REFERENCE
G | MOVENTARY CONTACT PUSHBUTTON WITH LEGEND PLATE Desien & || e J'sPEC N0 ORAWING CODE+
"EMERGENCY STOP RESET" Drsr g SUBMITTED BYs ) } }
78-24-28-88 | AW 78-24-28 | E8. 1
CHIEF+ ELEC SECTION
5 | 4 | 3 2 1
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