CORPS OF ENGINEERS 4 3 2 I U.S. ARMY
DESIGN COMDITIONS
OUTSIDE SUMMER: 95°F m,”'F wB
OUTSIDE WINTER: B°F DB._
INSIDE SUMMER: BAY SUPPORT AIR CONDITIONED AREA OMLY
78°F DB, @ 58X RH.
INSIDE WINTER: BAY SUPPORT 65 °F DB
E
ALL OTHER 55 ¥ D8
AIR HANDLING UNIT SCHEDULE BOILER SCHEDULE
ONIT FAN COOLING COIL HEATING COIL BOILER | BOILER OUTPUT WATER
U:cIJT LocATION | _C CPM__ | TOTAL | ELECTRICAL [ENT AIR[LVG AIR ve ACE TPRESS [AIR TEMP F CAPACITY REMARKS NO. BTUH OUTLET TEMP F | GPM REMARKS
_ coI ralo. a| Zhop -[HP[vOLT]PH]HZ [ DB [ WwB [ DB | WB | FPM MaxX |FT.H2@ |ENT [ LVG | BTWHR - - o o | On OR GAS FIED
AHU-1 TOOLROOM !mmzmausa 208 2 | 480 3 | 60 |83.3 |78.9 |57.8 |56.8 550 11 45 85.4 2,058
COMPRESSOR SCHEDULE D
CEM
COMPRESSOR | CEM PRESSURENOMINAL REMARKS
NO. AR | PSI HP
AIR COOLED CONDENSING UNIT
: e Fen CMP-1 75 199 29
COMPRESSOR CONDE
SUCTION
UNIT | ocaTioN | CAPACLTY ELECTRICAL | AMBIENT X | ELECTRICAL REMARKS
NO. BTWHR TEMP F AIR _TEMP
—— HP|VOLTS HZ E IEMP HPlyQl TS HZ
COND-1 ON GROUND 9%,.000 37 19 480 3 9% 1s 2 408 1
PUMP SCHEDULE
PUMP FEET MOTOR
GPM | OF REMARKS
NO. heao | He [voLT]PH [Hz
PMP-1 47 25 1 480 3 |68 BASE-MOUNTED
EXHAUST FAN SCHEDULE C“
UNIT | LocaTion | servICE |Tvpe| cPM|TOTAL SP| gry| ELECTRICAL REMARKS
e IN. H28 HPvoLT] PH[HZ
EF-IL"8L |uali MOUNTED|INSPECTION BAYS [PROP |coes | %' 8 |va|us [ SPARKPROOF . *
EF-1A, 2A |WALL MOUNTED| RESTROOMS ICENT. 325 *‘ 2 (V6| us 1 |68
EF-3A WALL MOUNTED| MECHAMECAL RM |[CENT. | 1888 % 1 1/3 | 115 1 (=) 2 SPEED MOTOR
EF-4A Im MOUNTED | BPEAKROOM CENT. 325 ¥ 1 176 | 115 1 |68 MANUAL SWITCH
e MOTORS & CONTROLS SHALL BE CLASS I, DIV.1, GROUP C,D
CLASS II, DIV. 1, GROUP EF,G
UNIT HEATER SCHEDULE
UNIT || gcaTion | CAPACITY WATER AIR MOTOR | Remarks B
NO. BTUH [ oPm | EWT LWT) crm|EATILAT e | v | PH|HZ
N F
UHIL-ML | e BAYS | 76174 4 | 200 |168 |1288 | 55 [112 |16 128 | 1 SPARKPROOF  ©
UH-1A SUPPLY RM 21,875 1 208 |160 408 | S5 |12 [1/28 (128 | 1 | 6@
UH-2A MECH RM 31,908 1.6 208 |168 |500 | S0 |[186 |1/28 128 | ! 60
UH-3A CORRIDOR 16,235 8.8 208 |60 |48 | 65 |82 (1728|1280 | 1 68
UH-4A ass'r'nqo‘ons 83 | 200 |18 |50 [ o8 | 96 2o s | 1 |8
58 | peHOREN.. | coee 8.3 (288 |168 (150 (o8 |96 /28128 | 1 |8
o Symbol Desoription Date 0
. Bevisions
US ARMY ENGINEER DIVISION HUNTSVILLE
s MOTORS & CONTROLS SHALL BE CLASS I, DIv. 1, GROUP C.D
CORPS OF ENGINEERS
CLASS II, DIV. 1, GROUP E/F,G HUNTSVLLLE, ALABAMA
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