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NOTES;
Il ELECTRICAL APPARATUS & DEVICES INSTALLED WITHIN THE
INSPECTION BAY AREAS SHALL BE EXPLOSION PROOF (CLASS I,
PARTIAL FLOOR PLAN - PIPING DIV 1 GROUP C,D) (CLASS II, DIV 1 GROUP E,F,G).
SCALE: ' = 1'- @*
2. FAN BLADE WITHIN THE INSPECTION BAY AREA SHALL BE OF A
SPARKPROOF CONSTRUCTION.
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