CORPS OF ENGINEERS

| U. S. ARMY

PLAN NOTES:

« SEE G SERIES DRAWINGS FOR ELECTRICAL SYMBOL

SCHEDULES, ABBREVIATIONS AND GENERAL NOTES.
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ELECTRICAL EQUIPMENT

B

SYSTEM EQUIPMENT.

= 4' COMMUNICATIONS
TRAY ABOVE CEILING
TILE. (TYPICAL)

INSTALL ALL BEDSIDE NURSE CALL STAT
STATIONS AND STAFF STATIONS AT 52°°

INSTALL ALL SHOWER NURSE CALL STATIONS
AT 787 AFF.

INSTALL ALL TOILET NURSE CALL STATIONS
AT 30°° AFF.

SEE DRAWING E7 FOR TYP{CAL

ELEVAT1ON.

LOCATE SMOKE DETECTORS AWAY FROM AIR DIFFUSERS.

SEE SHEET E7 FOR CONNECTION OF FIRE
ALARM SYSTEM EQUIPMENT,

8. SEE_SHEET E7 FOR CONNECTION OF PAGING

10NS, DUTY
AFF,

TROOM_NAME & NUMBER LIST]

32 _|HALLWAY

133 | 1SOLATION BEDROOM
134 [BATH
135 |ANTEROOM
136 THALLWAY

7_| NOUR I SHMENT ROOM
TREATMENT ROOM
SOILED UTILITY
4_BED WARD
4 BED WARD
4 _BED.WARD
LAVATORY/ SHOWER
TOILET
HALLWAY
EQUIPMENT ROOM

3 |4 BED WARD

ANTEROOM
ISOLAT1ON BEDROOM
BATH
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UNIT T *A° COMMUNICATION PLAN
174 INCH = 1 FOOT
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~ Revisions
J, E. SIRRINE_COMPANY US ARMY ENGINEER DIVISION HUNTSVILLE
ARCHITECT - ENGINEER DIVISION CORPS OF ENGINEERS
GREENVILLE, SOUTH CAROLINA HUNTSVRLE, ALABAMA
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