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NOTES: SYMBOL DESCRIPT]ONS DATE APPROVED
1. SEE THE CABLE-TO-CABLE GROUNDING CONNECTION
DETAIL #2 ON SHEET E7.1.
2. SEE THE GROUND ROD DETAIL #3 ON SHEET E7.1.
SUPPLEMENTAL LEGEND: 3. SEE THE STEEL COLUMN GROUNDING DETAIL #4 ON
SHEET ET7.1. ROBERT AND COMPANY US ARMY ENGINEER DISTRICT | AIR FORCE C.E. SUPPORT AGENCY
96 POPLAR ST.. N.W. CORPS OF ENGINEERS 139 BARNES DRIVE. SUITE =1
@ COPPERCLAD GROUND ROD. SEE GROUND 4. SEE THE FUELING PUMP MOTOR GROUNDING DETAIL #5 ATLANTA. GA 30333 OMaHA, NE TYNDALL AFB. FL 32483-5319
ROD BOX DETAIL #3 ON SHEET ET.1. ON SHEET E7.1.
S. SEE THE FILTER SEPARATOR GROUNDING DETAIL #6 DESICNED BY+
A @ COPPERCLAD GROUND ROD. ON SHEET E7.1. KEA AIR FORCE STANDARDS
PRESSURIZED HYDRANT FUELING SYSTEM
e AIR TERMINAL 24" x 3/8" COPPER. 6. SEE DETAIL #1 ON SHEET E7.1. TRAWN BY+ TYPE 111
KEA
- 7. THE DOWN CONDUCTORS SHALL BE RUN DOWN THE COLUMN
I FYC CONOULT, | T, SO COMDUCTORS shatt FALE e o GROUNDING PLAN
_—=s=s MAIN AND DOWN LIGHTNING PROTECTION
CONDUCTOR. MIN. SIZE PER NFPA 780. INSTALLED NEAR GROUND LEVEL JUST BEFORE THE CABLES KKT
—G— #1/0 BARE COPPER OR AS INDICATED. ENTER THE GROUND- Cauruter REVIEWED BY+ [PLor scae RaTio: 4+ T _B.HWE' REV. -1 [seEET
INSULAT[NG FLANGE SURGE ARRESTER. Aoeo RUB DESION FILE: T6E401.00N NOV. 1998 |REFEREN
PER SPECIFICATION 15060 AND DETAIL Descn & || e [sPEC. N0t ORAWING CODE+
ON SHEET MD.4. () SUBMITTED BYs
ki g 78-24-28-88 | AW 78-24-28 |g4.1
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